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UNIVERSITY OF ALABAMA AT BIRMINGHAM
DEPARTMENT OF FACILITIES PLANNING

FACiliTIES STANDARD
NAME: Roofing
NUMBER: 07000

ORIGINAL DATE: 21-Sep-1998
REVISIONDATE: 07-May-2008

PURPOSE:

1. The general purpose of each FacilitiesStandard is to provide minimal criteria for construction
materials at University facilities regarding code compliance, warranty, approved products,
execution,and uniformity.

2. To protect the health and safety of patients, visitors, students, faculty, and staff, in addition to
protecting non-project UAB property, all construction must be in accordance with NFPA 241
safeguarding construction, alteration, and demolition operations; International Building Code
regardingsite work, demolition,and construction;NFPA101 Life Safety Code.

3. Constructionsafety is the responsibilityof the contractorin accordancewith the regulationsand
codes of the agency havingjurisdiction,and accordingto the guidelinesadapted by OSHA.

4. The Roofing Facilities Standard establishesa series of guidelines for specifyingthis particular
item on any construction project at the University. This Facilities Standard is not to be
regarded as a specification.

GENERAL:

1. RegulatoryAgencies:

A. NationalRoofingContractorsAssociation(NCRA)
B. Sheet Metaland Air ConditioningNationalAssociation(SMACNA)
C. InternationalFire Code
D. American Societyfor Testing and Materials(ASTM)
E. UnderwritersLaboratories(UL)
F. FactoryMutual (FM)

2. Warranty:

A. Standard State of Alabama 5-yearContractor'swarranty for labor and material.
B. 20-year NDL (No DollarLimit)Manufacturer'swarranty for labor and material.

3. InstallerQualification:

A. Roofing contractorsshall have five (5) years experience in installingcommercialroofing
and/orwaterproofingsystems.
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