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UNIVERSITY OF ALABAMA AT BIRMINGHAM
DEPARTMENTOF FACILITIESPLANNING

FACiliTIES STANDARD
NAME: Building Hardware - Non-Hospital Facilities
NUMBER: 08700

ORIGINAL DATE: 01-Mar-1994
REVISION DATE: 15-Jun-2007

PURPOSE:

1. The general purpose of each FacilitiesStandard is to provide minimal criteria for construction
materials at University facilities regarding code compliance, warranty, approved products,
execution,and unifonnity.

2. To protect the health and safety of patients, visitors, students, faculty, and staff, in addition to
protecting non-project-UAB property, all construction must be in accordance with NFPA 241
safeguarding construction, alteration, and demolition operations; International Building Code
regarding site work, demolition,and construction;NFPA 101 Ufe Safety Code.

3. Constructionsafety is the responsibilityof the contractor in accordancewith the regulationsand
codes of the agency havingjurisdiction,and accordingto the guidelinesadapted by OSHA.

4. The Building Hardware - Non-HospitalFacilitiesFacilitiesStandardestablishesa seriesof
guidelines for specifying this particular item on any construction project at the University.This
Facilities Standard is not to be regarded as a specification.

GENERAL:

1. Buildinghardwareshall be in compliancewith the following:

A. American NationalStandards Institute ANSI

B. Americanswith DisabilitiesAct AccessibilityGuidelines ADAAG

C. NationalFire ProtectionAssociation NFPA

D. InternationalBuildingCode IBC

E. Underwriters'Laboratories,Inc. UL

2. Warranty shall be one year from date of SubstantialCompletion.
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